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SECTION I

DEFINITIONS

Section 1.01 Definitions

This ordinance shall be known as the “Johnson County Special Utility District Sewer
Code”, may be cited as such, and will be referred to herein as “this code”.

“Abnormal Sewage” shall mean any sewage having a total suspended solids or BOD
content in excess of that found in normal domestic wastewater but is otherwise
acceptable into a public sewer under the terms of this chapter.

“Biochemical Oxygen Demand (BOD)” shall mean the quantity of oxygen utilized in
the biochemical oxidation of organic matter as specified by procedure in Standard
Methods and results expressed in terms of weight and concentration (milligrams per liter

—mg/l).
“District” shall mean Johnson County Special Utility District.

“Director of Utilities” shall mean the administrative head of the district or a designated
representative.

“Engineer” shall mean a person duly authorized under the provisions of the Texas
Engineering Act to practice the profession of engineering in the state of Texas. The term
“owner’s engineer(s)” shall identify the Engineer(s) employed or retained by the
developer to perform design or engineering functions for the developer.

“Food Establishment” shall mean any place where food is manufactured, packaged,
produced, processed, prepared or served for commercial, public or facility resident
consumption, such as restaurant, commercial kitchen, caterer, hotel, school, hospital,
correctional facility, and care institution. These establishments use one (1) or more of the
following activities: cooking by frying, baking, grilling, rotisserie cooking, broiling,
boiling, roasting, or toasting. Also included is infrared heating, searing and any other
food preparation activity that produces a hot food product in or on a receptacle that
requires washing. The term shall also include any such place regardless of whether there
is a charge for the food. The term shall not include private home where food is prepared
for individual family consumption.

“Inspector” shall mean the representative of the district who is specifically assigned to
inspect any or all parts of the sanitary sewer system, particularly new subdivision
extensions, but who is without authority to revise, alter, or revoke the requirements of the
rules, regulations, policies, and procedures of the district or the approved contract
documents for the job. Such inspection, or lack of inspection, will not relieve the
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contractor from any obligation to perform work in accordance with the contract
documents and/or applicable district, county, and state codes.

“POTW? shall mean publicly owned treatment works.

“Normal Domestic Wastewater (Sewage)” shall mean wastewater discharged by a
person into sanitary sewers and in which the average concentration of total suspended
solids is not more than 240 mg/l and BOD is not more than 210 mg/l, and which is
otherwise acceptable into a public sewer under the terms of this code.

“Off-Site Facilities” shall mean the sanitary sewer mains located outside the boundaries
of and not contiguous with the area of development except by point of contact, but that
are required in order to join the development to the prior existing system.

“On-Site Facilities” shall mean the sanitary sewer mains situated within or surrounded
by a single development. Generally all discussions of the facilities will pertain to on-site
facilities unless they are specifically denoted to the “off-site” or “boundary facilities.

“Over-Sized Cost” shall mean the difference in cost between the main built and the cost
of the size main determined to be the minimum size required to serve the subdivision as
determined by the Director of Utilities. The minimum size main upon which over-size
cost shall be determined shall not be less than the standard main defined herein.

“Owner” or “Owners” herein shall refer to the person, firm, corporation, or partnership
with primary responsibility toward the district to ensure compliance with rules and
regulations and this code of the district dealing with subdivision and or development.
This term includes person or persons, firms, corporations, partnerships, or agents,
attorneys, managers, directors, developers, developer’s contractors including engineers,
builders, planners, etc. Such terms as used herein always includes one or more of the
above who own all or any part of the land which is contemplated to be developed.

“Person” as used in this code shall mean any person, firm, association of persons, or
corporation, including a public, private, or municipal corporation.

“Ph” shall mean the measure of the relative acidity or alkalinity of water based on a scale
of 0 to 14. Zero (0) on this scale being most acidic and fourteen (14) most alkaline.

“Sampling port or Sampling Well” shall mean a device or manhole installed in the
facility sewer according to specifications required by the District to allow the sampling of
the wastewater discharge.

“Sanitary Sewer” shall mean a system of pipes, treatment facility owned and operated
by the District of which collect, transport, and treat sanitary sewage, and to which storm,
surface, and ground waters are not intentionally or normally admitted.

“TCEQ?” shall mean the Texas Commission on Environmental Quality.
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“Transporter” shall mean a person who is registered with and authorized by TCEQ to
transport sewage sludge, water treatment sludge, domestic septage, chemical toilet waste,
grit trap waste, or grease trap waste.

“T'SS” shall mean the value of the test for Total Suspended Solids, as described in the
latest edition of “Standard Methods for the Examination of Water and Wastewater.”

SECTION 11
Installation and Maintenance Requirements

(1) Installations

New Construction:

(a) Each grease generator using a facility newly constructed, at enactment of this
ordinance, shall be required to design, install, operate, and maintain a grease trap or
grease interceptor suitable for the grease generators need as determined by the District
and in accordance with locally adopted plumbing codes or other applicable ordinances.
Grit traps, grit interceptors, grease traps and grease interceptors for newly constructed
facilities shall be installed and inspected prior to issuance of a certificate of occupancy.
Minimum size allowed by the District is S00 gallon grit or grease trap. A grit/ grease
trap sizing worksheet shall be kept on file for each commercial or industrial user at the
District’s office. Should a business remodel it’s facilities a new sizing sheet must be
submitted.

Existing and Proposed Establishments:

(b) Each grease generator using a facility newly proposed for food establishment shall
be required to design, install, operate, and maintain a grease trap or grease interceptor
suitable for the grease generator’s need as determined by locally adopted plumbing
codes and/or the District in accordance with this or other applicable ordinances.

(c) Existing grit traps, grease traps and grease interceptors must be operated and
maintained in accordance with the manufacturer’s recommendations and in accordance
with the locally adopted plumbing codes or other applicable ordinances, unless
specified in writing and approved by the District.

(d) A generator shall properly install a sample port or sample well for ease in sampling
wastewater discharge from the grease or grit trap. Sample ports shall meet the
following criteria:

(i) the sample port shall be installed and maintained at the generator’s expense;

(ii) the sample port shall be installed as close as possible to, and no more than (24”)
from the discharge of the grit trap, grit interceptor, grease trap, or grease interceptor;
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(iii) the port shall be installed according to the specifications obtained from the
District and shall be installed perpendicular to the effluent flow to allow visual
observation and sampling;

(iv) the port shall be accessible for monitoring by District personnel,;

(v) new facilities being constructed shall have the sample port installed and inspected
prior to continuous water and sewer service.

(2) Inspections and Fees

(a) Sewer connections and house service lines shall be inspected by the District’s
Operator for compliance with the District’s rules and regulations. An inspection fee
of $50.00 shall be charged for all connections. Installations which fail to conform at
any time to the rules and regulations shall be disconnected. Any customer whose
connection is disconnected for such failure shall be notified as to the basis for such
disconnection. After noted deficiencies have been corrected a re-inspection shall be
made upon payment to the District of a re-inspection fee of $50.00. For restaurants
and similar businesses that require a grease or grit trap, the District will require as a
minimum one trap and one sampling well. Each trap and sampling well required to
be installed shall be subject to initial inspection and approval by a District
representative. The fee for this initial inspection shall be $50.00. It shall be the
responsibility of the owner of the property to maintain and service the trap(s). The
District’s operator may inspect the traps, take samples and flow measurements from
the sampling port with no limit as to the frequency of the test. A surcharge of $25.00
per month will be added to the District’s commercial sanitary sewer rates for each
grease or grit trap installed. If a grease or grit trap is found in violation during a
routine inspection, re-inspection, sampling and testing, the District may, at it’s sole
discretion as to time and frequency, bill to the owner of the property charges as
follows:

Re-inspection  $50.00 per trip
Sampling $25.00 per trip
Lab analysis  Cost + 15%

The District has the right, in it’s sole discretion, to require the owner to pre-treat
the discharge at the owner’s expense.

(3) Cleaning and Maintenance

(a) Grit traps, grease traps, and grease interceptors shall be maintained in an efficient
operating condition at all times. A grease generator or grit generator shall have the
grease trap or grit trap serviced as frequently as necessary to prevent a bypass or
overflow into the District’s wastewater collection system and to insure proper
operation of the trap.
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(b) Each grit trap and grease trap being cleaned shall be fully evacuated unless the
trap volume is greater than the tank capacity on the vacuum truck, in which case
the transporter shall arrange for additional transportation capacity so that the trap
is fully evacuated within a 24-hour period, in accordance with any applicable
federal, state, county, or city regulation. A generator shall supervise the servicing
of the trap and shall ensure that the trap is completely emptied by an authorized
transporter as defined in this ordinance during such servicing. The transporter
shall not return any material to the grease or grit trap once the trap has been
cleaned. A copy of the grease trap or grit trap manifest detailing the volume
removed, location, and date of service shall be sent to the District to ensure that
proper maintenance and effluent limits are being met.

(c) Grease and grit traps shall be inspected for seepage into the surrounding media
whenever the trap has been cleaned. The grease generator or grit generator shall
repair, replace, or install apparatus and equipment as necessary to ensure the
proper operation and function of the grease trap or grit trap. A grease generator or
grit generator shall clean up or have cleaned up all spills of liquid or solid waste
and have the waste properly disposed of by the transporter.

(4) Self Cleaning
(a) Grit traps and grease trap self-cleaning operators must receive approval from the
District annually prior to removing grit and grease from their own grit traps and

grease traps located inside a building, provided:

(i) the grit trap or grease trap is no more than (50) gallons in liquid/operating
capacity;

(ii) proper on-site material methods are implemented (i.e. absorb liquids into
solid form and dispose into trash);

(iii) grit trap or grease trap waste is placed in a leak proof, sealable container(s)
located on the premises and in an area for the transporter to pump out; and

(iv) detailed records on these activities are maintained and available for review
by District personnel.

(v) Self cleaning intervals shall be at the District representative’s discretion.

(b) Grit trap or grease trap self-cleaning operators must submit a completed self-
cleaning request to the District for approval. The written request shall include the
following information:

(i) business name and street address;

(ii) grit trap or grease trap operator name, title, and phone number;
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(iii) description of maintenance frequency, method of disposal, method of
cleaning and size (in gallons) of the grit trap or grease trap; and

(iv) a signed statement that the operator will maintain records of waste disposal
and produce them for compliance inspections.

(c) Self-cleaners must adhere to all the requirements, procedures and detailed record
keeping outlined in their approved application, to ensure compliance with this
article. A maintenance log shall be kept by self-cleaning operators that indicates,
at a minimum , the following information:

@) date the grit trap, grease trap was serviced:

(i)  name of the person or company servicing the grit trap or grease trap

(i)  waste disposal method used;

(iv)  gallons of grit waste or grease removed and disposed of;

(v)  waste oil added to the grit trap or grease trap waste; and

(vi)  signature of the operator after each cleaning that certifies that all grit or
grease trap waste was removed and disposed of properly, that the grit trap or
grease trap was thoroughly cleaned, and that all parts were replaced and in

operable condition.

(d) Violations incurred by grit trap or grease trap self-cleaners will be subject to
enforcement action including fines and/or removal from the self-cleaner program.

(5) Cleaning Schedules

(a) Grit traps and grease traps shall be cleaned as often as necessary to ensure that
sediment and floating materials do not accumulate to impair the efficiency of the
trap; to ensure that the discharge is in compliance with discharge limits; and to
ensure that no visible grit, non-soluble materials, or grease is observed in the
discharge.

(b) Grit traps and grease traps subject to these standards shall be completely
evacuated a minimum of every ninety (90) days or more frequently when:

(i) twenty-five (25 %) percent or more of the wetted height of the grit trap or

grease trap as measured from the bottom of the device to the invert of the
outlet pipe, contains floating materials, sediment, oils ,or grease; or
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(ii) the discharge exceeds BOD, COD, TSS, TOG, pH, or other pollutant levels
established by the District; or

(iii) there is a history of non-compliance.

(c) Any person who owns or operates a grit trap or grease trap may submit to the
District a request in writing for an exception to the ninety (90) day pumping
frequency of the person’s grit trap or grease trap. The District may grant an
extension for required cleaning frequency on a case-by-case basis when:

(i) the grit or grease generator has demonstrated the grit or grease trap will
produce an effluent based on defensible analytical results, in consistent
compliance with established local discharge limits such as BOD, TSS, TOG
or other parameters as determined by the District, or

(ii) less than twenty-five (25%) percent of the wetted height of the grit trap or
grease trap as measured from the bottom of the device to the invert of the
outlet pipe, contains floating materials, sediment, oils, or other greases.

(d) In any event, a grit trap or grease trap shall be fully evacuated, cleaned, and
inspected at least every 180 days.

(e) If a grit or grease generator believes that pumping of their grit or grease trap every
180 days is not justified, the generator must request in writing an exemption to the
requirement. To qualify for the exemption, the generator must (1) have an
independent laboratory sample and analyze a monthly grab wastewater discharge
sample for oil and grease or for grit; (2) ensure samples are collected from the
sample port; and (3) when analyzed, the oil, grease, or grit must be less than 200

mg/l.
(6) Manifest Requirements

(a) Each pump-out of a grit trap or grease trap must be accompanied by a manifest to
be used for record keeping purposes as described in this section, or as required for
a particular grit or grease trap generator by the District.

(b) Persons who generate, collect, and transport grit or grease trap waste shall
maintain a record of each individual collection and deposit. Such records shall be
in the form of a manifest and shall include the following:

(i) name, address, telephone, and TCEQ registration number of the transporter

(ii) name, signature, address, and telephone number of the person who
generated the waste and date collected;
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(iii) type and amount of waste collected or transported;

(iv) name and signature of responsible person collecting, transporting, and
depositing the waste;

(v) date and place where the waste was deposited;

(vi) identification (by permit or site registration number, location and operator)
of the facility where the waste was deposited;

(vii)) name and signature of the facility on-site representative acknowledging
receipt of the waste and the amount of waste received;

(viii) the volume of the grit or grease waste received; and
(ix) a numerical tracking number to assist transporters, waste generators, and
regulating authorities in tracking the volume of grit or grease waste

transported.

(c) Manifest shall be divided into five (5) parts and records shall be maintained as
follows:

(i) one part of the manifest shall have the generator and transporter information
completed and be given to the generator at the time of waste pickup;

(ii) the remaining four parts of the manifest shall have all required information
completely filled out and signed by the appropriate party before distribution of
the manifest;

(iii) one part of the manifest shall go to the receiving facility;

(iv) one part of the manifest shall go to the transporter, who shall retain a copy of
all manifest showing the collection and disposition of waste;

(v) one part of the manifest shall be returned by the transporter to the person who
generated the waste within fifteen (15) days after the waste is received at the
disposal facility.

(vi) one part of the manifest shall go to the District.

(d) Copies of manifest returned to the waste generator shall be retained for five (5)
years and be readily available for review by the District.

(7) Alternative Treatment
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(a) A person commits an offense if the person introduces, causes, or permits the
introduction of any surfactant, solvent, or emulsifier into a grease trap.
Surfactants, solvents, and emulsifiers are materials which allow the grease to pass
from the trap and into the collection system, and include, but not limited to,
enzymes, soap, diesel, kerosene, terpene, and other solvents.

(b) It is an affirmative defense to the enforcement of the above subparagraph that the
use of surfactants or soap is incidental to normal kitchen hygiene operations.

(8) Monitoring

(a) Generators shall submit to the District copies of all manifest made by waste
transporters servicing their grit or grease traps during the reporting period, as
otherwise required by this Ordinance , together with a copy of any maintenance
logs kept for the grit or grease trap and any other information required by the
District.

(b) District personnel and their representatives may sample a generator’s facility at
any reasonable time. It shall be unlawful for a generator to refuse to allow District
personnel and their representatives to enter the premises during business hours to
determine if the generator is complying with all the requirements of this article. A
generator shall allow the District and their representative access to all parts of the
building for the purpose of inspection, sampling, records examination, and
copying. If the results of the sampling indicate that the generator is not in
compliance with this Ordinance, or the generator has not timely submitted
manifest or other reports as required, the generator shall be required to pay for the
sampling done under this subsection as well as face a surcharge fee, disconnection
of water and sewer services, or fines.

(9) Facility Closure or Remodeling

When a facility with a grit or grease trap closes for business and is subsequently
demolished, then any trap shall physically be removed within thirty (30) days of
demolition. If a facility is remodeled such that the trap will not be used, then within
thirty (30) days from disconnection of the trap, the trap may be physically removed,
or left in place after all effluent is pumped out, the trap is cleaned thoroughly, filled
with sand or other inert material, or replumbed as to bypass the existing trap while
leaving the empty trap in place for possible future utilization by another business. In
all instances, the owner of the premises shall appropriately inform the District and
perform closure at such a time as to allow for inspection during the removal of the
grit or grease trap.

(10) Industrial pollutants

(a) It shall be a violation of this ordinance for any person, company, business
or association to knowingly dispose of chemicals, crude oil, motor oil, and
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